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AlHasib Water Project Internal Water Network

Details for Lines

Existing Pipelineودةѧѧب الموجѧѧѧѧѧѧѧѧѧѧخطوط الأنابي

Proposed New Water Network linesترحѧѧѧѧѧѧالة  مقѧѧѧѧخط إس

Control Room
غرفѧѧѧѧه محبѧѧѧѧس

Control Room
غرفѧѧѧѧه محبѧѧѧѧس

Control Room
غرفѧѧѧѧه محبѧѧѧѧس

Control Room
غرفѧѧѧѧه محبѧѧѧѧس

R1

R2

R3

R4

R5

R6
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AL Hasib Water Project

Details of excavation, backfilling, water natwork and pumping line installation
تفاصѧѧѧѧѧѧѧѧѧѧѧѧيل الحفѧѧѧѧѧѧر والѧѧردم وتركيѧѧѧѧѧѧѧѧب شѧѧѧѧѧѧѧبكة التوزيѧѧѧѧѧѧѧѧѧع وخط الضѧѧѧѧѧخ 

 Excavation details
تفاصѧѧѧѧѧѧѧѧѧѧѧѧѧيل الحفѧѧѧѧѧѧر 

 Details for start Installation  
تفاصѧѧѧѧѧѧѧѧѧѧѧѧѧيل بدايѧѧѧѧѧѧة التركيѧѧѧѧѧѧѧѧѧѧب  

Details of completing the backfill with tamping
تفاصѧѧѧѧѧѧѧѧѧѧѧѧѧيل اكمال الѧѧردم مع الѧѧدك   

Step 01

Step 02 Step 04

Sand or soft soil is placed under
the pipe with a thickness of no

less than 15 cm, up to the middle
of the pipe, and compact it with

your foot.
يتѧѧѧѧѧѧѧѧم وضѧѧѧع الرمѧѧѧل او الѧѧѧѧѧѧѧتراب النѧѧѧѧѧاعم 

تحѧѧѧѧѧت الانبѧѧѧѧѧѧѧѧوب بسѧѧѧѧѧѧѧماكة لاتقѧѧѧѧѧѧѧѧل عن ١٥ 
سѧѧѧم حѧѧѧѧѧتي منتصѧѧѧѧѧѧѧѧف الانبѧѧѧѧѧѧѧѧوب والѧѧѧدك 

.عليѧѧѧѧѧѧه بالقѧѧѧѧѧѧѧѧѧدم

Drilling is carried out according
to the specified dimensions ,with

a depth of no less than  1.2m
and a width suitable for installing

pipes of no less than  50cm.
يتѧѧѧѧѧѧѧѧم الحفѧѧѧѧѧѧѧѧر بحسѧѧѧѧѧѧѧب الابعѧѧѧѧѧѧѧاد المحѧѧѧدد 

لا يقѧѧѧѧѧѧل عن ١٫٢ م والعѧѧѧѧرض  عمق 
المناسѧѧѧѧѧѧѧب لتركيѧѧѧѧѧѧѧѧѧѧѧѧب المواسѧѧѧѧѧѧѧѧير لايقѧѧѧѧѧѧѧѧل 

عن 60 سѧѧѧم.

Details Backfilling Around the Pipe
تفاصѧѧѧѧѧѧѧѧѧѧѧѧѧيل الѧѧردم حول الانبѧѧѧѧѧѧѧوب  

Step 03

The pipes are placed after connecting them,
testing the pumping into them, and checking

that no water is leaking from them. Then
backfilling with sand or soft soil is completed
around and over the pipe with a thickness of

no less than 20 cm.
يتѧѧѧѧѧѧѧѧم وضѧѧѧع الانابيѧѧѧѧѧѧѧѧѧѧѧب بعѧѧѧѧѧѧد توصѧѧѧѧѧѧѧѧѧѧѧيلها وتجربѧѧѧѧѧѧѧѧة 

الضѧѧѧѧѧخ فيهѧѧѧѧѧѧѧا وفحѧѧѧѧѧص عدم تسѧѧѧѧѧѧѧѧѧѧريب ميѧѧѧاه منها ومن ثѧѧѧѧم 
يتѧѧѧѧѧѧѧѧم اكمѧѧال الѧѧѧردم بالرمѧѧѧѧѧѧل او التربѧѧѧѧѧѧѧѧѧѧه النѧѧѧѧѧاعم حول و 

.فѧѧѧѧѧوق الانبѧѧѧѧѧѧѧѧوب بسѧѧѧѧѧѧѧماكة لاتقѧѧѧѧѧѧѧѧل عن 20 سѧѧѧم

Backfilling with  soft soil over the
pipes 30 cm with tamping, and then
the resulting excavation is backfilled
in layers with tamping every 25 cm

to prevent the backfill from
collapsing in the future.

يتѧѧѧѧѧѧѧѧم الѧѧѧردم بتربѧѧѧѧѧѧѧѧѧѧѧة  ناعمѧѧة فѧѧѧѧѧوق  
الانابيѧѧѧѧѧѧѧѧѧѧѧب ب 30 سѧѧѧم مع الѧѧѧدك وبعѧѧѧѧدها يتѧѧѧѧѧѧѧѧم 
الѧѧѧردم من نѧѧѧѧѧѧѧاتج الحفѧѧѧѧѧѧѧѧر عѧѧلا طبقѧѧѧѧѧѧѧات مع الѧѧѧدك 

كѧѧل 25 سѧѧѧم لمنѧѧѧѧѧѧع هبѧѧѧوط الѧѧѧردم فѧѧѧѧѧي 
مسѧѧѧѧѧѧѧѧѧѧѧѧѧتقبل

Excavation, Backfilling
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Valve Room Details 

2

4

3

Notes :

Length of the chamber will be adjusted according to the dimensions of the
valves ,connections  and fitting so the valve shall be positioned with enough
space  for removing and reinstallation during maintenance .

1

Clarification :

  1- Buildings of solid cement blocks ,size (20 * 20 * 40)cm.

  2 -Cover made of  iron with all mounting accessories from
Schellmann tires 1.5 inch, 2 mm thick .

  3  -Ordinary concrete with a mixing ratio of (1:3:5 cement: sand:
curry) with a thickness of 15 cm .

 4   -Water drain pipe 1.5 inch .

Plan View يѧѧѧѧѧѧѧقط أفقѧѧѧѧѧمس

Elevation View يѧѧѧقط عرضѧѧѧѧѧمس
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سѧѧѧماكة  البلاطѧѧѧѧѧѧѧه سѧѧѧم
Thickness Slab cmLower

157ɸ12/m S1

Upper

Slab reinforcement table for Roof

7ɸ12/m

S1

S1

S1

B1

B1B1

B1

B1

Beam reinforcement table for Roof

2Ø 14 B16 Ø 8 / m 20 X 502 Ø142 Ø 147 Ø 8 / m

7Ø12/m7Ø12/m

6Ø14
7Ø8/m

Plan Beam&Slab for Roof
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A A

PUMPING  ROOM DETAILS خѧѧѧѧѧة الضѧѧѧѧيل غرفѧѧѧѧѧѧѧѧѧѧѧѧتفاص  

Cross Section B1 at Mid 

2no.Ø14mm

4no.Ø14mm

7Ø8mm/1m

Cross Section B1 at Support 

 SCALE 1:50 

 SCALE 1:100 

 SCALE 1:100

7Ø8mm/1m

4no.Ø14mm

2no.Ø14mm

W1W1
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